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J7 NAS Atlanta Water Distribution System 

J7.1 Naval Air Station Atlanta Overview 
Naval Air Station Atlanta (NAS Atlanta) occupies 139 acres of land located in northern 
Georgia between the cities of Marietta and Smyrna, approximately 16 miles northwest of 
downtown Atlanta. Collocated with NAS Atlanta are Dobbins ARB and Air Force Plant No. 
6, an aircraft manufacturing plant located north of the base, which is leased and operated by 
Lockheed-Martin Aeronautical Systems Corporation. Dobbins ARB and Air Force Plant No. 
6 have their own property, and are not situated within the 181 acres owned by the Navy. 
The base lies completely within Cobb County, Georgia.  

The Windy Hill Marine Corps Training Site (Windy Hill Site), which is included in the 
privatization effort at NAS Atlanta, is located approximately 3 miles south from the base in 
the town of Smyrna, GA. Utility specific information for the Windy Hill water system is 
found in Attachment J10. 
 

Size of the Base: 
NAS Atlanta                 139 Acres 
 
Total Acreage         139 Acres 

 
The base owns, operates, and maintains approximately 92 buildings classified as 
commercial/industrial facilities, and another 10 buildings are for family housing as 
summarized below.  

  
Location                                Commercial/Industrial Facilities      Family Housing Units 
NAS Atlanta    92    10 
 
History 
The Navy Department selected Fort Gordon in late 1940 for a new Naval Reserve Aviation 
Base. Contractors quickly turned what used to be an infantry training center during World 
War I into an airfield. The new base was officially commissioned and opened for business 
March 22, 1941, with a primary mission of training Navy and Marine Corps aviators. The 
base was officially designated U.S. Naval Air Station Atlanta in January 1943. 
 
In April 1955, Congress appropriated more than $4 million to start building a new Naval Air 
Station at a more suitable location to allow longer runways. The site selected was a large 
military reservation jointly occupied by Dobbins Air Force Base and the Lockheed-Georgia 
Company, located between Marietta and Smyrna. The new air station was completed in 
April 1959. The Windy Hill Site was acquired from the Air Force in October 1971. 
 
 

 
Current Mission  
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NAS Atlanta trains and supports 3,846 Navy and Marine Corps Reservists assigned to more 
than two dozen aviation and non-aviation units. A cadre of more than 1,397 active duty 
military and civilian personnel provide this training and support. 
 
Mission Statement 
The mission statement of NAS Atlanta is: Provide readiness training for assigned active 
duty and selected reserve personnel while maintaining our full commitment to support the 
requirements of tenant commands and the fleet. 

 
Educational Facilities 
N/A  
 
Future Changes 
There are no new missions or planned changes identified that would significantly effect the 
current operations, support, personnel, or utility functions at NAS Atlanta. The existing 
water system meets the consumptive demands, however, the hydraulic analysis completed 
in August 1998 indicates the system does not meet the fire demands of seven buildings. 
There is project planned to replace the water distribution system at NAS Atlanta. 

 

PROJECT NUMBER PROJECT DESCRIPTION 
R13-96 Replace Water Distribution System 

 

Based on flow modeling reported in historical flow studies, the existing water distribution 
system is capable of handling the existing and future demands with minimal pressure 
decreases in the vicinity of significantly increased demands.  Overall, system pressures 
would remain within desired operating ranges.  Also, the commodity provider is expected 
to continue to adequately supply the future water demands at NAS Atlanta. 

J7.2 Water Distribution System Description 

J7.2.1 Water Distribution System Fixed Equipment Inventory 
The NAS Atlanta water distribution system consists of all appurtenances physically 
connected to the distribution system from the point in which the distribution system enters 
the Installation and Government ownership currently starts to the point of demarcation, 
defined by the Right of Way.  The system may include, but is not limited to, pipelines, 
valves, fire hydrants, storage facilities, exterior backflow devices, pumps, and meters. The 
actual inventory of items sold will be in the bill of sale at the time the system is transferred.  
The following description and inventory is included to provide the Contractor with a 
general understanding of the size and configuration of the distribution system.  The 
Government makes no representation that the inventory is accurate.  The Contractor shall 
base its proposal on site inspections, information in the technical library, other pertinent 
information, and to a lesser degree the following description and inventory. Under no 
circumstances shall the Contractor be entitled to any service charge adjustments based on 
the accuracy of the following description and inventory. 
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Specifically excluded from the water distribution system privatization are: 
 
• Fire Protection Systems  
• Interior Backflow Prevention Devices 
• Lawn Irrigation Systems 

J7.2.1.1  Description 
NAS Atlanta does not own or operate a potable water treatment plant.  All potable water is 
purchased from public water systems.  There are several separate service connections to 
various suppliers depending on the geographic location being served.  The various 
geographical areas include the Main Base, the Windy Hill Marine Corps Site, the 
Medical/Dental Clinic (Building 550), the Jet Engine Test Cell (Facility 1009), and the 
Ordnance Complex. 
 
NAS Atlanta Main Base purchases its potable water from the Cobb Marietta Water 
Authority (CMWA).  Both NAS and the CMWA read water meters monthly. For a 12-month 
period from November 1997 to October 1998 the total average monthly usage was 1.34 
million gallons per month, or 44,000 gpd.  The peak monthly usage during this period was 
1.74 million gallons per month (57,200 gpd).  Delivered water pressure from the CMWA is at 
an average of 60 to 63 psi.  Service is provided through one 16-inch diameter line connecting 
at a master meter located on the north side of Georgia State Route 3 near Hanger 5.  The 
large supply main provides direct fire protection for NAS and Hanger 5.  NAS has no onsite 
elevated water storage and derives its water pressure from the CMWA system.  NAS has a 
combination of a looped distribution system (serving some administrative buildings, 
temporary living quarters, and family housing) and an unlooped distribution system 
(serving other service buildings and the hangar areas). The largest potable water line is 16 
inches in diameter extending from the master meter to Hanger 5, with most of the other 
piping consisting of 6- and 8-inch diameter lines. There are reportedly 61 existing backflow 
preventers at NAS Atlanta.  These backflow preventers are tested annually.  Typically, 
water purveyor ownership ends at the upstream side of a backflow preventer. Because the 
backflow preventers are located within buildings in mechanical rooms for boiler feeds, on 
sprinkler systems, and such, backflow preventers are not included in the privatization 
inventory.  The potable water distribution system also serves fire protection requirements 
for all buildings.  Additionally, Buildings 1 and 300 are supplemented with fire protection in 
the hangar bays from fire pumping station Building 34 via a dedicated 20-inch diameter 
line. There is an existing 750,000-gallon water storage tank that is part of the system. It is 
utilized for storage for Hangar 1 and Hangar 300 fire protection. 
 
The Medical Dental Clinic (Building 550) is separately served by Dobbins AFB water 
distribution system.  The Medical Dental Clinic is not metered, therefore there is no usage 
data available. The clinic is not currently charged for potable water service. 
 
The Jet Engine Test Cell (Facility 1009) is separately metered for water directly off the water 
line that serves Lockheed-Martin.  For a 12-month period from November 1997 to October 
1998 the total average monthly usage was 2,500 gallons per month (82 gpd).  The peak 
monthly usage during this period was 10,000 gallons per month (330 gpd). 
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The Ordnance Complex had a separate well that supplies water to hose bibs for hose down 
use, washing hands, etc.  The water is non-potable. NAS needs to ensure that appropriate 
notice and/or signs are posted at the Ordinance Complex informing that the water is non-
potable and is not to be consumed. 
 
The water system limits for privatization are from the water mains to building connections, 
including the building service lines.  The CMWA and City of Smyrna maintain master 
meters.  Dedicated fire protection systems are excluded from privatization. 
 

J7.2.1.2  Inventory  
Table 1 provides a general listing of the major water distribution system fixed assets for the 
NAS Atlanta water system included in the sale. 

TABLE 1 
Fixed Inventory 
Water Utility System, NAS Atlanta 

 
Component Item Size 

 
Quantity Unit of 

Measure 
Material  

Type1 
Approximate Year 

 of Installation 

       
Valves  0.75” 1 EA CI 1959 
       
       
Valves  1” 5 EA CI 1959 
       
       
Valves  1.5” 1 EA CI 1959 
       
       
Valves  2” 11 EA CI 1959 
       
       
Valves  2.5” 2 EA CI 1959 

       
       

Valves  3” 1 EA CI 1959 
       
       
Valves  4” 1 EA CI 1959 
       
       
Valves  6” 5 EA CI 1959 
       
       
Valves  8” 14 EA CI 1959 
  8” 2 EA PVC 1993 
Check Valve 8” 1 EA CI 1959 
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Valves  10” 1 EA CI 1959 
       
       
Backflow Preventor 6” 1 EA CI 1959 

       
       

Piping  0.75” 520 LF CI 1959 
       

       
Piping  1” 498 LF CI 1959 

       
       

Piping  1.5” 850 LF CI 1959 
       

       
Piping  2” 1,544 LF CI 1959 
  2” 450 LF PVC 1994 
       
       
Piping  2.5” 476 LF CI 1959 

       

       
Piping  3” 662 LF CI 1959 

       
       

Piping  4” 140 LF CI 1959 
       

       
Piping  6” 3,570 LF CI 1959 

  6” 530 LF PVC 1994 
  6” 297 LF CI 1995 
       

       
Piping  8” 9,256 LF CI 1959 
  8” 120 LF PVC 1994 
       

       
Piping  10” 1,430 LF DI 1959 

       

       
Piping  16” 1,115 LF DI 1959 
       

       
Hydrants  4.5" valve 26 EA  1959 
  4.5" valve 1 EA  1995 
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Water Supply Meters  1 EA  1993 

       

Legend: 
CI - Cast Iron           PVC - Polyvinyl Chloride 
DI-Ductile Iron          LF - Linear Feet 
EA - Each 

Notes: 
1. Drawings furnished by Naval Air Station do not always indicate 
material types. Some material types have been assumed and may 
not necessarily reflect the actual material in place. 

 

J7.2.2 Water Distribution System Non-Fixed Equipment and Specialized Tools 
Table 2 lists other ancillary equipment (spare parts) and Table 3 lists specialized vehicles 
and tools included in the purchase.  Offerors shall field verify all equipment, vehicles, and 
tools prior to submitting a bid.  Offerors shall make their own determination of the 
adequacy of all equipment, vehicles, and tools. 

TABLE 2 
Spare Parts 
Water System, NAS Atlanta 

Qty Item Make/Model Description Remarks 

None     

TABLE 3 
Specialized Vehicles and Tools 
Water System, NAS Atlanta 

Description Quantity Location Maker 

None    

 

J7.2.3 Water Distribution System Manuals, Drawings, and Records 
Table 4 lists the manuals, drawings, and records that will be transferred with the system. 

TABLE 4 
Manuals, Drawings, and Records 
Water System, NAS Atlanta 

Qty Item Description Remarks 

1 Report Hydraulic Network Analysis of Potable 
Water System 

Dated August 1998 
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J7.3 Specific Service Requirements 
The service requirements and standards for the NAS Atlanta water distribution system are 
as defined in the Section C, Description/Specifications/Work Statement, and Section H, Special 
Contract Provisions. The following requirements are specific to the NAS Atlanta water 
distribution system and are in addition to those found in Sections C or H.  If there is a 
conflict between requirements described below and Sections C or H, the requirements listed 
below take precedence over those found in Sections C or H. 

J7.3.1 THREAT Compliance 
The Contractor must comply with all THREAT conditions that may exist prior to arrival or 
arise while on base. The Contractor is advised that THREAT conditions can vary daily at the 
base. The Contractor is further advised that THREAT conditions may cause delays in access. 

J7.4 Current Service Arrangement 
NAS Atlanta Main Base purchases its potable water from the Cobb Marietta Water 
Authority (CMWA).  Both NAS Atlanta and the CMWA read water meters monthly. For a 
12-month period from November 1997 to October 1998 the total average monthly usage was 
1.34 million gallons per month, or 44,000 gpd.  The peak monthly usage during this period 
was 1.74 million gallons per month (57,200 gpd).  Delivered water pressure from the CMWA 
is at an average of 60 to 63 psi.  Service is provided through one 16-inch diameter line 
connecting at a master meter located on the north side of Georgia State Route 3 near Hanger 
5.  
 
The Medical Dental Clinic (Building 550) is separately served by Dobbins AFB water 
distribution system.  The Medical Dental Clinic is not metered, therefore there is no usage 
data available. The clinic is not currently charged for potable water service. 
 
The Jet Engine Test Cell (Facility 1009) is separately metered for water directly off the water 
line that serves Lockheed-Martin.  For a 12-month period from November 1997 to October 
1998 the total average monthly usage was 2,500 gallons per month (82 gpd).  The peak 
monthly usage during this period was 10,000 gallons per month (330 gpd). 
 
The Ordnance Complex had a separate well that supplies water to hose bibs for hose down 
use, washing hands, etc.  The water is non-potable.  
 

Water usage data in recent years for NAS Atlanta is as follows: 

Location Measurement Unit Usage 
11/97-10/98 

NAS Atlanta Monthly Average 1,340,000 gal 
NAS Atlanta Peak Month 1,740,000 gal 

Jet Engine Test Cell Monthly Average 2,500 gal 
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Jet Engine Test Cell Peak Month 10,000 gal 
 

J7.5 Secondary Metering 

J7.5.1 Existing Secondary Meters 
Table 5 provides a listing of the existing (at the time of contract award) secondary meters 
that will be transferred to the Contractor.  The Contractor shall provide meter readings for 
all secondary meters IAW Paragraph C.3 and J3.6 below. 

TABLE 5 
Existing Secondary Meters 
Water System, NAS Atlanta 

Utility  
System 

Meter 
Quantity 

Facility 
ID 

Facility  
Name/Description 

    
Water 3 N/A Station Main 
Water 2 B35 Tank 
Water 2 B38 GSE 
Water 1 B53 Take Two 
Water 2 B64 Child Care 
Water 1 B71 Boiler H 
Water 1 B81 Exchange 
Water 1 B82 Pool 
Water 1 B300 VR 46 
Water 1 B351 Sewage Pump Station* 
Water 1 B352 Ops. 
Water 1 B353 AIMD 
Water 1 B402 MWR 
Water 1 B403 Hobby 
Water 1 B457 Plane Wash 
Water 1 B1009 PRW CHK 
Water 1 B1101 Marines 
Water 1 N/A Industrial Waste System 
Water 1 B50 Housing A 
Water 1 B51 Housing B 
Water 1 B52 Housing C 
Water 1 B52 Housing D 
Water 1 B52 Housing E 
Water 1 B61 Housing F 
Water 1 B61 Housing G 
Water 1 B62 Housing H 
Water 1 B62 Housing I 
Water 1 B62 Housing J 

*Read Parshall Flume 
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J7.5.2 Required New Secondary Meters 
The Contractor shall install and calibrate new secondary meters as listed in Table 6. New 
secondary meters shall be installed IAW Paragraph C.13, Transition Plan.  After installation, 
the Contractor shall maintain and read these meters IAW Paragraphs C.3 and J3.6 below. 

TABLE 6 
New Secondary Meters 
Water System, NAS Atlanta 

Meter Location  Meter Description 

None  

J7.6 Monthly Submittals 
The Contractor shall provide the Government monthly submittals for the following:  

1. Invoice (IAW G.2).  The Contractor’s monthly invoice shall be presented in a format 
proposed by the Contractor and accepted by the Contracting Officer.  Invoices shall be 
submitted by the 25th of each month for the previous month. Invoices shall be submitted 
to: 

Name:   Budget Assistant (Code 803)  
Address:   Naval Air Station Atlanta 
   1000 Halsey Avenue 
   Marietta, Georgia 30060 
Phone number:  770-919-6519  

2. Outage Report.  The Contractor’s monthly outage report will be prepared in the format 
proposed by the Contractor and accepted by the Contracting Officer.  Outage reports 
shall be submitted by the 25th of each month for the previous month.  Outage reports 
shall be submitted to: 

Name:   Budget Assistant (Code 803)  
Address:   Naval Air Station Atlanta 
   1000 Halsey Avenue 
   Marietta, Georgia 30060 
Phone number:  770-919-6519  

3. Meter Reading Report.  The monthly meter reading report shall show the current and 
previous month readings for all identified secondary meters.  The Contractor’s monthly 
meter reading report will be prepared in the format proposed by the Contractor and 
accepted by the Contracting Officer. Meter reading reports shall be submitted by the 15th 
of each month for the previous month.  Meter reading reports shall be submitted to: 

Name:   Budget Assistant (Code 803)  
Address:   Naval Air Station Atlanta 
   1000 Halsey Avenue 
   Marietta, Georgia 30060 
Phone number:  770-919-6519  
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J7.7 Water Conservation Projects 
IAW Paragraph C.3, Utility Service Requirement, the following projects have been 
implemented by the Government for conservation purposes.   

None. 

J7.8 Service Area 
IAW Paragraph C.4, Service Area, the service area is defined as all areas within the NAS 
Atlanta boundaries. 

J7.9 Off-Installation Sites 
NAS Atlanta also owns, operates, and maintains a small area of distribution at the Windy 
Hill Marine Corps Training Site located south of the base in the town of Smyrna. Utility 
specific information for the Windy Hill water distribution system is found in Attachment 
J10. 

J7.10 Specific Transition Requirements 
IAW Paragraph C.13, Transition Plan, Table 7 provides a listing of service connections and 
disconnections required upon transfer. 

 

 

TABLE 7 
Service Connections and Disconnections 
Water System, NAS Atlanta 

Location  Description 

None  

 

J7.11 Government Recognized System Deficiencies 
Table 8 provides a listing of the system improvements that the Government has planned. 
The Government recognizes these improvement projects as representing current deficiencies 
associated with the NAS Atlanta water distribution system. If the utility is sold, the 
government will not accomplish these planned improvements. The Contractor shall make a 
determination as to its actual need to accomplish and the timing of any and all such planned 
improvements. Capital upgrade projects shall be proposed through the Capital Upgrade 
and Renewal and Replacement Plan process and will be recovered through Schedule L-3. 
Renewal and Replacement projects will be recovered through Sub-CLIN AB. 

TABLE 8 
System Deficiencies 
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Water System, NAS Atlanta 

Project Location Project Description 

NAS Atlanta Replace Water Distribution System (Project R13-96) 
 


